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B Problem Description:

As | can see in manual that in WISE 4000 the data of DATA LOGGER will be saved to the cloud

Local storage data not onlv can be polled by the user, it can also be pushed to the
cloud automatically. Once the logger reaches the upload criteria, Data Logger will
push the data to public cloud services like Dropbox or Baidu. This data will be saved
on the cloud using a *.csv file extension. Users can svnchronize the data on the cloud
using the application program provided by the cloud provider where it can be
accessed from anywhere. With the provided RESTful API, users can configure their

But | did not see any option to get DATA without the internet.

| did not see any option in Utility to save data to disk manually or automatically.
Does this not exist?

B Brief Solution - Step by Step:

The local data logger can be saved locally by the web-based utility manually.

Please follow the steps in the following screen-shot, and the data will be saved in the format
like the attached file. (.json)
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1. Click the “Local Viewer” tab in the data logger.

Data Logger

BEEYRI Cloud Upload

Local Log Configuration Local Viewer

2. Query the local log data.

Data Log Cloud Upload

Local Log Configuration Local Viewer
Query Format ~
uuID Enabled/Disabled MAC ID [[] Enabled/Disabled
Timestamp Coordinated Universal Time(UTC) E|

Query Filter =

Filter Mode Amount of Latest Data E|

Current Total Amout # | 2403
Total Amout S 20 2

‘ Q Query & Clear
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3. The interested local data will be list out, click “save” button to save the data locally to your

disk.

Show| 10 E| eniries Search:

Log Type Timestamp uuID Siot Channel IO-type Value

128 300 WISE-4012E_AEPVT Sample 0 0 1 0

128 300 WISE-4012E_AEPVT Sample 0 1 1 0

128 300 WISE-4012E_AEPVT Sample 0 0 4 0

128 300 WISE-4012E_AEPVT Sample 0 1 4 0

128 300 WISE-4012E_AEPVT Sample 0 0 7 0

128 300 WISE-4012E_AEPVT Sample 0 0 11 0

128 300 WISE-4012E_AEPVT Sample 0 1 7 0

128 300 WISE-4012E_AEPVT Sample 0 1 11 0

128 360 WISE-4012E_AEPVT Sample 0 0 1 0

128 360 WISE-4012E_AEPVT Sample 0 1 1 0
Showing 1 to 10 of 100 entries Previous - 23 4|5 10 Next

Q Query & Clear X Save




