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B Problem Description:

The Al of WISE module has the alarm function that can be set in the latch and momentary

mode.

| could see the latch status in the utility, but how can | clear latch alarm occurred from

high/low alarm in Al via RESTful?
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B Answer:

It’s in the “Low Alarm Status” and “High Alarm Status” of Al RESTful data.

You can write “0” to the status to clear the latch.
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Read

1 : low alarm occurred,

0 : not occurred

Write

0 : clear the low alarm status
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High alarm status

Read

1 : high alarm occurred.

0 : not occurred

Write

0 : clear the high alarm status
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